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REV.| DESCRIPTION DATE DRAWN VERIFIED APPROVED
@ Chilled water f)utlet (E) Grounding Screw M8 ® CET“TER OF GRAVITY PROJECT:
® Chilled water inlet © Plate 33x17x1mm(INOX) Weight UC51: 81 Kg
@© Drain @ Plate 40x35x1mm(GALVY) AVANTE 2200 1
O Ccann. Box 100x100x5Q IP56 -—
2 Cable Gland M20 for field wiring f - W
'1“°t65= DESCRIPTION: DRAWING NUMBER:
2.— Chilled water connections sizes: FLANGED DNZ20.
3.— The Chilled water connections, will be with threaded flange. UN|T COOLERS P_MO5462_OOZ
4.— Drain connections: 2 x Stainless steel pipe @EXT 40mm, 1mm THICKNESS "C”.
5.— Recommended inspection spaces. It is mandatory to reserve one full inspection space on one side. SCALE: FORMAT: SHEET:
NTS A3 01/12




